FHWA STATE FED. AD SHEET TOTAL

REGION NO. PROJ. NO. NO. SHEETS
EXISTING SIGNALS EXISTING SIGNS
o p P 3 MD
12 12 12 ,
D3~2 R)}J/O*’IZH R/f}—,? 7 315—1 " R1-=2
@ @ R 16”XVAR. ,é;xfo 24 X509 S07X30 367X36" - NEMA PHASING
; : URN| -
Y5 Y ) @0 WISE  AVE YIELD U 'w ' o1
s : LILL Emgﬂm'} B2 B4
G 20+21,
P e ., o | 23125
1,2 344, 5 18,26
65-10 17 14,19 ”-LA
FLASHING  [<H—F—
OPERATION ; |
>
Vo
R12~6{MOD) Wi4.2
36{])(487 307X30" R6-1(L)
MD 151 is assumed to run in m
a east/west direction NO 54
THRU {
" STREET ;
,;i%g%% ‘%g%_ —— MIDWAY LUMBER CO.
> PHASING NOTES:
1. PHASES ASSOCIATED BY A SOLID LINE WILL
NOT OPERATE CONCURRENTLY,
2. PHASES ASSOCIATED BY A DASHED LINE SHALL
OPERATE CONCURRENTLY.
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CONSTRUCTION DETAILS Qg\
A. Install size 6 base mounted controller and cabinet with new control and disgtribution
equipment. (Note: Two - 4 in. PVC schedule 80 and two — 2 in. PVYC schedule 80 conduit ‘
bends). W
General Notes
B. Remove and salvage existing pole mounted controller and cabinet and control and
distribution equipment. Disconnect existing power service wires. 1. Co$+rac+or shall install all conduit prior +o instaliation
of concrete.
C. Use existing handhole. Maintain existing loop detector wire and resplice To proposed 2 J/
conductor aluminum shielded cable. .
D. Install electrical handhole. ;;
/
E. Install 2 in. PVC schedule BQ slectrical conduit — trenched — 90 degres bend ot wood pole ™
for proposed telephone drop. ;
F. Install 2 in. PVC schedule 80 electrical conduit - frenched {(for power service). f
G. Install 4 in. PVC schedule 80 electrical conduit — trenched. /
H. Install 4 in. PVC schedule 80 electrical conduit — f/
slotted. ( Note: Installation requires the removal and replacsment of concrete sidewalk)
/
J. Use existing conduit. / /;/;/
K. Use existing handhole. / /7
/
. s . // ~ REVISIONS APPROVALS
T e L. Rewire existing signal heads. // '/ MARYLAND DOT - STATE HIGHWAY ADMINISTRATION
M. Rewire existing street light luminaire. he! REPLACE CONTROLLER AND \ / ) ! £f1
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W W WATER MAIN 0. Use existing span wire and re-ring. / B CHANGE N/B E/P LEFT “ '
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E k£ ELECTRIC CABLES P. Install 2 in. PVC schedule 80 conduit riser on BGE pole #3870356 (for power service). // ADD STREET LIGHTING ASST, DISTRICT. INEER, TRAFFIC , PJ
al A AERIAL CABLES / 7 EBA I I I ‘ ] l Ny v
B BURIED CABLE / EB/Y Tngineering, inc. < WISE AVE
S0 STORM DRAIN !/f Baimora. Manyiand 21215 | " MOD. ISLAND IN SE QUADRANT. & LOGMILE #:03015102. 39 ’ DATE L [
/£ /7 (410) 358-7171 NEW ISLAND TO BE 4 FT. CHIEF, TRAFFIC ENGINEERING DENGN DIVISION —
GEOMETRIC LEGEND ) V/ / WIDE AS SHOWN. pRAwN BY: _B THOMPSON | ¢ A p. no. TS NO.
EXISTING GEOMETRICS // FEE L] ] cHECK BY: _ J BOILING | s A no. A/ HASD |BSD ~ SHEET NO‘&
// ONSULT NGIN =90} ~17 ,
PRDPOSED GEOMETRICS j{/jj fgaﬁghB%g?M%R{?({AENEDRS %ECTOR, OFFICE OF TRAFFIC & SAF@\ SCALE 1”'—20’ COUNTY BALT'MORE TS 617C f}/ OF 'L.




